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January 23, 2026 

 

 

ADDENDUM #01 

 

TO CONTRACT DOCUMENTS FOR: Project #CP241511 – Lewis and Clark Halls - 

Electrical Service Panel Replacements 

 

ADVERTISEMENT DATE: January 6, 2026 

 

PREPARED FOR: The Curators of the University of Missouri 

 

CONSULTANT: Planning, Design & Construction 

 University of Missouri 

 130 General Services Building 

 (573) 882-6800 

 

 

The contract documents for the above noted project and the work covered thereby and herein 

modified. 

 

 

GENERAL INFORMATION: 

 

1) QUESTION:  Sheet E301 shows a louver, control damper, and fire damper installed 

in an exterior wall.  Please confirm whether a fire damper is required at this location 

and provide a detail indicating how these components are intended to be installed 

within the wall assembly.  Based on model numbers in the keynotes, it is unclear how 

this configuration can be accommodated. 

a. RESPONSE:  A fire damper is required due to the rating of the existing wall.  

Ductwork will need to be provided in a minimum length required for mounting of 

dampers noted. 

2) See Attached Pre-Bid Attendance Record   

 

 

PROJECT MANUAL: (N/A) 

 

DRAWINGS: (N/A) 

 

 

 

 

 

END OF ADDENDUM #01 

 






